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1.	REMOVE ALL LIGHTNING PROTECTION EQUIPMENT AND CONDUCTORS AS REMOVE ALL LIGHTNING PROTECTION EQUIPMENT AND CONDUCTORS AS SHOWN ON THE DRAWINGS, REPLACE WITH NEW LIGHTNING PROTECTION SYSTEM WITH UL MASTER LABEL. 2.	ANALYZE EXISTING DOWN CONDUCTORS AND RACEWAY, REMOVE AND ANALYZE EXISTING DOWN CONDUCTORS AND RACEWAY, REMOVE AND REPLACE WITH NEW AS REQUIRED. 3.	ANY BARE DOWN CONDUCTORS AT GRADE LEVEL WILL NEED TO BE ANY BARE DOWN CONDUCTORS AT GRADE LEVEL WILL NEED TO BE COVERED IF EXPOSED. 4.	EXISTING NORMAL POWER SWITCHGEAR/DIESTRIBUTION BOARDS(USN-W, EXISTING NORMAL POWER SWITCHGEAR/DIESTRIBUTION BOARDS(USN-W, USN-E, NDP, USPA, USPB, USPC) ARE MISSING SURGE PROTECTION, PROVIDE NEW ERITECH TDX300S OR EQUAL ON EACH BUS (QUANTITY 8).  ALL EQUIPMENT WITH A TIE BREAKER REQUIRE TWO SURGE PROTECTION UNITS, ONE ON EACH SIDE OF THE TIE BREAKER. 5.	EXISTING EMERGENCY POWER SWITCHGEAR/DISTRIBUTION EXISTING EMERGENCY POWER SWITCHGEAR/DISTRIBUTION BOARDS(USE-W, USE-E, EDP) MAY HAVE SURGE PROTECTION ALREADY.  REPLACE EXISTING WITH ERITECH TDX300S OR EQUAL OR PROVIDE NEW ERITECH TDX300S OR EQUAL ON EACH BUS (QUANTITY 5).  ALL EQUIPMENT WITH A TIE BREAKER REQUIRE TWO SURGE PROTECTION UNITS, ONE ON EACH SIDE OF THE TIE BREAKER.  6.	IN ORDER TO INSTALL SURGE PROTECTION ON MAIN ELECTRICAL IN ORDER TO INSTALL SURGE PROTECTION ON MAIN ELECTRICAL EQUIPMENT, EACH PIECE OF ELECTRICAL EQUIPMENT WILL REQUIRE A TEMPORARY SHUT DOWN.  CONTRACTOR SHALL COORDINATE WITH CONTRACTING OFFICER'S REPRESENTATIVE (COR) FOR EACH SHUT DOWN.
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